
SINK
FAUCET

SINK
FAUCET

HOT WATER
SUPPLY LINE

SINK
FAUCET

HOT WATER
SUPPLY PIPE

JOHN GUEST RO
SYSTEM SUPPLY 

ANGLE STOP
VALVE

PURE EDGE
FAUCET

US Water Systems Pure Edge 3 Drinking Water System Flow Schematic No Scale C. Dietz September 8, 2016
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Stage 1: Pulsar Interceptor PAC Filter (White with Green Ends)
Stage 2: Chloramine Carbon Block (White with Yellow Ends)
Stage 4: GAC and Pulsar Quantum Disinfection Media
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Filters should be replaced approximately
every 12 months (sometimes more)
depending upon water conditions.  BE SURE
to use gloves when handling filters during
installation and future replacement.


